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SECONDARY LEVEL PILAN @ 29TH FLOOR

ELEVATOR NOS. 20 THRU 26
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NOTES:

1. ALL EXISTING CONTROLLERS, MOTOR
GENERATOR SETS, SELECTORS AND
DISPATCHERS TO BE REMOVED IN
PHASED CONSTRUCTION.

2. ALL EXISTING ELEVATOR EQUIPMENT IN THE
MOTOR GENERATOR ROOM SHALL BE
REMOVED IN ITS ENTIRETY INCLUDING
GENERATORS, STARTERS AND ASSOCIATED
ELECTRICAL WIRING AND CONDUIT. WALLS

AND FLOORS SHALL BE REPAIRED, PATCHED

LEVEL WITH EXISTING FLOOR AND WALL
SURFACES AND PAINTED IN A COLOR AS
SELECTED BY GSA.

3. EXISTING EMERGENCY TRANSFER SWITCHES
AND AUTOMATIC TRANSFER SWITCHES TO
REMAIN.
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NAME E. M. DIRKSEN BUILDING
§ ADDRESS | 219 S. DEARBORN ST.
"CHICAGO L

NUMBER

ELEVATOR IMPROVEMENT FOR EMD BLDG

g DESCRIPTION

NUMBER lIL94004
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